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NHDES UST Inspection
Tom Beaulieu / Harding Schofield

Underground Storage Tank Sub-section
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UST Inspections

Inspectors: 5

Vacant Position

Rob Stockman

Christie Peshka

Harding Schofield

Spruce Wheelock

UST Facilities: 2000

Inspect all Facilities: 2 Years
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Purpose of UST Inspections

To prevent releases and minimize contamination of 
the land and waters of the state.
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NH’s UST Inspection Process 

State Notification

Inspection

Owner Responsibility
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State UST Inspection

Harding Schofield
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Document Review 

Registration Form

Inventory Reports
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Document Review 

Post Permit to Operate

Post UST Certificate
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Document Review 

Closure Reports

Corrosion Protection Documentation

Other Testing Documentation

6 Month Test Results

3 Year Test Results

Whenever tanks are removed from the 
ground or closed in place

Annual Line Leak Detector Test

Annual Leak Monitor Test

Annual Release Detection Test 
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INSPECT DEVICES 
TO PREVENT

• Delivery Spills
• Overfills
• System Releases
• Corrosion
• Loss of Vapors 
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To Prevent Delivery Spills

Spill Bucket
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Overfills Types

Flapper Valves

Ball Floats

Audible Alarms
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To Prevent Overfilling

Flapper Valve
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To Prevent Overfilling

Ball Float
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To Prevent Overfilling

Audible 
Alarm
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Release Detection

• From Tanks
• Piping and Piping Equipment
• Dispensers
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To Prevent Releases
Tanks

Monitors (Consoles) 
– Operation
– Annual tests

Automatic Tank Gauging
–Operation 
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To Prevent Releases
Piping

Tank Sump Inspection
– Line leak detector                            

(Pressurized Systems Only)

– Water / product
– Sensors
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To Prevent Releases
Piping (cont)

Intermediate Sump Inspection
–Water / product
–Sensors
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To Prevent Releases Dispensers

Dispenser Sump Inspection
Sensors (Optional)

Water / product

Check valve

Corrosion Protection
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To Prevent Corrosion

Sacrificial Anodes
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To Prevent Corrosion

Rectifier
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To Prevent Loss of Vapors

• Stage I
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To Prevent Loss of Vapors

•Stage II
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Exit Interview

• Review Checklist with 
Operator/Owner/Contractor

• Provide Written Documentation
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State UST Inspection
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Facility Owners Responsibility

• Compliance
– Continue - Job well done

• Non-compliance
– 30/45 days
– Contractor
– Repairs
– Reports
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• UST Inspection
– Owners Prospective

•State Notification

Summary

Onsite Inspection

After Inspection Responsibilities
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Where to Get More Information

• www.des.state.nh.us
• 603-271-3644
• Handouts
• Fact sheets
• Ask the Inspector
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To Make Sure Your Essential 
Equipment is Working 

Properly

You Should Conduct Frequent 
Walkthroughs

In The Meantime……


